NOTES:
@ 1) ALL CABLETRAY LENGTHS ARE 12°-0° UNLESS
OTHERWISE SPECIFIED.
2) ALL CABLE TRAY SHALL BE GROUNDED PER NE.C.
30 ALL CABLE TRAY SHALL BE FIELD SUPPORTED.
4. CABLE TRAY fOR ION PUMP POWER CABLES SHALL
BE LABELED *DANGER HIGH VOLTAGE".
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