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HIGH VOLTAGE CABLE
PART DF CONTROLLER
TY-WRAP MOUNT
PANDUIT #PLCH-S25-L
W/ 174-20 X 172° LG. RHMS

FURNISHED W/CONTROLLER

HIGH VOLTAGE CAMLE

L MOUNT
PANDUIT #PLC4H-S23-L
W/ 1/74-20 X 1/72° LG RHMS

1/74-20 HEX NUT

TACK WELD TO CHAMBER
AS SHOWN IN_THE FIELD
TO SUPPORT CABLES AS REQUIRED.

TO INSTRUMENT CABLE TRAY
FIELD SUPPORT AS REQUIRED

CHAMBERS AS REQUIRED T
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NOTE:
TACK WELD 1/74-20 HEX ND.ITS TO HAM & BSC
SUPPORT CABLES TO CABLE TRAYS.

CONTROLLER & MOUNTING
" BRACKET ARE FURNISHED
BY OTHERS.

1/2* X 90° CONDUIT HUB

TRANSMITTER WIRING

25175 & 75175 ANNLLS IDN PUMP
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JUNCTION BOX WIRING

GATE VALVE CONTROLLER
FURNISHED W/VALVE

ISHED W/VALVE

FURNISHED VW/VALVE
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GATE VALVE JUNCTION BOX
FURNL.

GATE VALVE LOCAL OPERATION
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CONNECTOR SUPPLIED VITH VALVE

SUPPORT CABLES IN EMT

P 2ZSC-XXX
ZS0-XxX

ROUTE TO INST.

FIELD SUPPORT
CABLE AS REQUIRED

\ coNDUIT FIELD smr-_// CABLE TRAY
ROUTE MIGH VOLTAGE CABLE 1° FLEXIDLE CONDUIT
TO POWER CABLE TRAY. CONDUIT FIELD SUPPDRT INSTRUMENT CABLE TRAY
t ﬁ HAND VALVE LINIT SWITCHES
2500t/ 10N PUMP
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ENCLOSURE WIRING

PROVIDE NEMA 4

9 PIN CONNECTDR
SUPPLIED W/ GAUGE

PT=XXXA:
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PT-XXXB

TRAY, SUPPORT IN
VACUUM GAUGE_PAIRS
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9 PIN CONNECTOR
SUPPLIED W/ GAUGE

ROUTE TO INSTRUMENT CABLE
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JUNCTION BOX WIRING

GATE VALVE JUNCTION BOX
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INSTRUMENT CABLE TRAY

PNEUMATIC GATE VALYES
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JUNCTION BOX LL W/COVER SH L TY
SUPPOR APPLETDN #LLSOT-A
V/2° FLEX CONDUIT T AS REQUIRED 70 CBS RACK
-
LL W/COVER
: ®/ p— APPLETON ALLSOT-A -
W2* LB W/COVER
APPLETON WLBS0-A 1 \ MOUNTING EQUIP.
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SUPPORT CABLES
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