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DEVICE BOX
DUPLEX REDEPTACLE
DEVICE BOX COVER(?) l/4-e0 HHCS

VIRE ROPE ASS'Y
(e) *10-34 HHCS

2'X 3' LIGHTING UNIT

E' X 3' HEPA FILTER

MAIN TEE

DETAIL 'A'
IYPICAL CEILING GRID SYSTEM INSTALLAIION

APPROX. VT.= 4100#

STRUCIURAL STEEL

VALL ANGLE

3/16' X .565' BLIND RIVET
SEE NOTE

3/4' CONDUIT
(l) 1/4-20 HHCS

3/4' tMC

DEVICE BOX
DUPLEX REDEPTACLE
DEVICE BOX CEVER(a) 1,/4-a0 HHcs

(TYP 8 PLCS.)

NOTES'

CLAMP VALL AN6LE TO STRUCTURAL MEMBERS
AS SHBVN. DRILL *IO (.1935) HDLE THRU
VALL ANGLE AND STRUCTURAL MEMBER EVERY
8'. ATTACH ANGLE VITH 3/16' X .565' LG.
BLIND RIVET
LOCATE MAIN TEE'S & CUI TI] LENGTH. CLAMP TO
VALL AN6LE AS SHOVN. DRILL *IO (,1935) HOLE THRU
VALL AN6LE AND TEE. ATTACH TEE TE AN6LE VITH
3/16' X 315' L6. BLIND RIVET.
BLiND RIVET.
INSTALL GASKET AS SHOVN AFTER VALL ANGLES AND
MAIN TEE'S HAVE BEEN RIVETED IN PLACE,

FiT CORNERS
AS SHOVN

3/16', X .315',
BLIND RIVEI

16'-9', REF.

CEILING PANEL

HOLD DOVN CLIP

A' X 4' HEPA FILTER

GENERAL N0TES,
1.) ATTACH ALL FILTERS AND L]GHTING PANELS

IE STRUCTURAL STEEL V]TH ITEM g?6 WIRE ROPE
ASSEMBLIES PRBVIDED, DRILL & TAP $IO-32
HOLE IN FILIER & LIGHTiNG PANEL AS REOUIRED
TO ATTACH VIRE RBPE. SEAL ATTACHMENT TO
FILTER VITH RTV SEALANT.

A.) SUPPORT 3/4' IT{C CONDUiT FROM STRUCTURAL
STEEL AS REOUIRED USIN6 ITEM #E5 3/4'
CONDUIT HAN6ER.

TOP VIEV

JCT. BOX ASSY
(4) 1,/4-40 HHCS

3,za' gg11pu11 rrt
HEPA. FiLTERS

HAM CLEAN REEM
SIRUCIURE VELDMENT

FOR 16 I/2' EXTENSION
STUBS, SEE DVG. VO49-4-I37
(TYP. 4 PLACES)

*8 AVG. CABLE

POVER PLUG

I3'-I' MAXIMUM
IO'-3' MINIMUM AT TOP POSITION
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